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SEQUENCE OF CONSTRUCTION:

- CLOSE EXISTING VALVE.

REMOVE EXISTING HYDRANT,

INSTALL HYDRANT EXTENSION AND NEW VALVE.
RELOCATE EXISTING HYDRANT,

OPEN EXISTING VALVE, REMOVE BOX.
BACKFILL.

FLUSH AND TEST FOR CHLORIDE RESIDUAL
AND PROVIDE TEST.
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AND BOX SHALL BE SAME MAKE AND MODEL AS EXISTING.
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